
Living room 
upgrade

Braced 
Wall

Total wall 
length (L) 

inches

Sum of braced 
segments (S) 

inches

% Bracing 
required per 

table 602.10.1

Actual bracing 
S/L x 100%

9 249 92 25% 37%
10 246.00 106.00 25% 43%
11 246.00 81.00 25% 33%

SHEAR WALL SCHEDULE (use common nails)

Mark Sheathing
Block all 

sheathing 
edges?

Panel edge nailing
Field nailing of panels 
(nails in studs between 

edges)

Toe nail rim joist to sill 
or top plate with:

Face nail bottom 
plate to blocking or 

rim:

Anchor bottom plate 
(sill plate) to 

concrete below:

1 3/8" CDX plywood yes 10d @ 6" O.C. 10d @ 12" O.C.
Not applicable. Sill 
plate bolted to slab

Not applicable. Sill 
plate bolted to slab

5/8" dia bolts per 
drawing

2
3/8" CDX plywood both 

sides
yes 10d @ 4" O.C. 10d @ 12" O.C.

Not applicable. Sill 
plate bolted to slab

Not applicable. Sill 
plate bolted to slab

Three 5/8" dia 
anchor bolts placed 

at 1/5 points

3 3/8" CDX plywood yes 10d @ 6" O.C. 10d @ 12" O.C. 8d @ 6" O.C. 16d @ 6" O.C.
UFP10-SDS3 

fittings per drawing

4 3/8" CDX plywood yes 10d @ 6" O.C. 10d @ 12" O.C. 8d @ 6" O.C. 16d @ 6" O.C.
Not applicable-

second floor walls

5 1/2" gypsum both sides yes
1-1/8" screws @ 12" O.C. 

24" maximum stud 
spacing

1-1/8" screws @ 12" O.C. 
24" maximum stud 

spacing
8d @ 6" O.C. 16d @ 6" O.C.

Not applicable-
second floor walls

Addition

Braced 
Wall

Total wall 
length (L) 

inches

Sum of braced 
segments (S) 

inches

% Bracing 
required per 

table 602.10.1

Actual bracing 
S/L x 100%

1 249 249 55% 100%

First Floor
2 241.00 209.00 55% 87%

3 249.00 137.50 55% 55%

4 241.00 166.00 55% 69%

5 249.00 166.00 40% 67%
Second Floor 6 241.00 157.00 25% 65%

7 249.00 128.00 25% 51%
8 241.00 137.00 25% 57%


